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Image and Object Parameters Text Comments

Living room 4B-CAM Western SCamera Model Corner of room. This is 

normal due to triple corner 

studs in construction. 

Wood has a very low 

R-value. Areas like this 

have no room for 

insulation.
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Pic 4 - Above book shelf in living room
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Bottom of stairs B-CAM Western SCamera Model 6 degree difference at 2 

foot area of trim at bottom 

of stairs
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Pic 6
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window 3 in kitchenB-CAM Western SCamera Model Bottom seal of 3rd window 

in kitchen does not seam 

to have a seal that is 

stopping all air infiltration. 

The area is near freeing 

with a wall temp under the 

window of 55 degrees.
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Pic 16 window 3 in dinning room
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Pic 22B-CAM Western SCamera Model bedroom above ceiling fan 

has 3 areas showing an 

insulation problem in the 

attic. 
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Pic 22 South west bedroom
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